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NOTES:

1. MOTOR SHOWN IS A 3-PHASE. ACTUAL MOTOR VOLTAGE AND PHASES TO BE DETERMINED ON A PER PROJECT BASIS.

2. LIGHTS TO BE LOCATED AT ACCESS DOOR, C/W SIGN READING "DRY WELL (OR VALVE CHAMBER) IS CLASSIFIED AS A CONFINED SPACE IF OK STATUS LIGHT IS OFF OR

ALARM LIGHT IS ON.".
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